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3. FIRE ENDURANCE TEST
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TEST LABORATORY:KOREA INSTITUDE OF MACHINERY & MATERIALS

RULE APPLIED:G,L.

CONTENT:NO LEAKAGE & DEFORMATION OF THE PRODUCT WHEN
TESTED 30 MIN AT 800°C WITH 5,0ky/m’ CIRCULATION
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®TEST LABORATORY:INDUSTILAL TECHNOLOGY INSTITUDE OF PUSAN

. - YOUNG NAM METAL CO., LTD. t@
J W ums PEmE MEL L v @



